GENERAL NOTES:

ALL WORKS SHALL BE IN ACCORDANCE WITH THE LATEST EDITION
OF THE PHILIPPINE ELECTRICAL CODE, THE LOCAL ORDINANCES,
THE LOCAL ENFORCING AUTHORITY, AND THE REQUIREMENTS OF
THE LOCAL POWER COMPANY.

ALL WORKS HEREIN SHALL BE DIRECTLY SUPERVISED BY A DULY
LICENSED ELECTRICAL ENGINEER AS ENFORCED BY THE NEW
ELECTRICAL ENGINEERING LAW OR R.A. 7920.

ALL WORKS HEREIN SHALL.-BE DONE IN ACCORDANCE WITH THE
PLANS AND SPECIFICATIONS.

4 ALL MATERIALS TO BE USED SHALL BE BRAND NEW, OF THE BEST
QUALITY, AND OF THE APPROVED TYPE, PULLBOXES
SHALL BE PROVIDED IN APPROPRIATE AREAS EVEN IF NOT
INDICATED IN THE PLAN.

5 POWER SUPPLY TO THE BUILDING SHALL BE 3 PHASE, 4 WIRE, 230V.
WIRES AND CABLES SHALL BE OF THE APPROVED TYPE AND
BEARING THE "PS" MARK UNLESS SPECIFIED OR INDICATED OTHERWISE.
ALL POWER AND LIGHTING CONDUCTORS SHALL BE INSULATED FOR 600V
MINIMUM.

6 PANELBOARDS AND OVERCURRENT ENCLOSURES SHALL BE IN NEMA-3R.

7 THE CONTRACTOR SHALL SUBMIT FOR THE PROJECT ENGINEER'S
ENDORSEMENT/APPROVAL THE EQUIPMENT CATALOGUES AND
MANUFACTURER'S SPECIFICATION AND/OR SAMPLES BEFORE ANY
EQUIPMENT IS TO BE ORDERED.

8 CONTRACTOR SHALL SECURE ALL WIRING PERMIT AND ALL FEES
REQUIRED FOR THE WORKS AND FURNISH THE OWNER THE CERTIFICATE
OF FINAL ELECTRICAL INSPECTION.
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